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INITIATING CIRCUITS FROM ZONE MODULES IN EXISTING SYSTEM 3
FACU AND NEW ENCLOSURE. SEE DWG. 4B47E002 FOR DETAILS.

)
oLD MID—16 MODULE TYPE  MXL NO. 04—02
ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS
4 1D01 FCB/HD 1ST FLOOR TB. 1 NO. 1 MID-16 NO. 1-47 4—-206-1
" D02 | FCB/HD BASEMENT TB.1NO. 2 | MID=16 NO. 1-47 4-206=2
=3I S5 FT 3 S L <
5 D03 | WATERFLOW 1ST FLOOR TB.1NO. 3 | MID=16 NO. 1-47 4-206-3
D04 | NOT USED N/A N/A N/A
D05 | WATERFLOW BASEMENT TB. 1 NO. 4 | MID=16 NO. 1-10 4-206—4
1D06 | NOT USED N /A N /A N /A
D07 | NOT USED N/A N/A N/A
D08 | NOT USED N/A N/A N/A
D09 | NOT USED N/A N/A N/A
D10 | NOT USED N /A N /A N /A
D11 | RISER VALVE SUPERVISION TB.1NO. 5 | MD-16 NO. 1-10 4-006-5
D12 | IS0 VALVE (2) SUPERVISION TB.1NO. 6 | MD=16 NO. 1-10 4-206—6
D13 | NOT USED N/A N/A N/A
1D14 | NOT USED N /A N /A N /A
1D15 SYSTEM 3 SUPV TB. 2 NO. 7 MID—16 NO. 1-10 1-206-7
D16 | MX=203 SUPV N/A N/A N/A
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